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/- WALK IN BOX WALLS 4

6’ CONCRETE CURBS (RECOMMENDED)

THERMAL BREAK
— TO BE 2X4 PT wOOD

4’ CONCRETE SLAB
3000 PSI - 5000 PSI
W/6°X6" #10WWM

<— VAPOR BARRIER

\

K 4*¢2*X2") INSULATION
C(POLYSTYRENE OR URETHANE

OVERLAPPED)

4* CONCRETE SUB SLAB
W/6°X6" #10WWM
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